Clallam County He 1 and Human Services Environmen! ealth Laboratory
223 East 4" Street, Suite 14 Port Angeles, WA Y8362
(360) 417-2334

NIT TEST PANEL (Nitrate/Nitrite)

Report of Analysis
Date Collected: 3/20/13 Time: 9:21 AM Group: A - NTNC
Water System ID Number: IH3826 System Name: 7 Cedars Casino
Lab Sample Number 092 - 24001 County: Clallam
Sample Location: CA-02 Finish Water Pump room | Source Number(s):
Parcel: well depth:
le Purpose: (Check Appropriate Box) Date Received: 3/20/13 10:00 AM
RC - Routine/Compliance (satisfies monitoring requirements) | Date Analyzed: 3 /20 /13
Ll C- Confirmation (confirmation of chemical results)* | Date Reported: 3 /20 /13

Samplers Comments:
0i- Investigative (does not satisfy monitoring requirements)
[] O - Other (specify, does not satisfy monitoring requirements )

Sample Composition: (Check Appropriate Box Sample Type: (Check one) I Untreated (Raw)
I S - Single Source l Treated
[l B-Blended ((list sources in ‘Source Number(s)" field) ] Unknown

[l ‘&- Composite (list sources in ‘Source Number(s)' field) Sample Collected by:  Jeff Becker

[l D - Distribution sample Phone Number; 360-681-4602 e ——— 3
Sent Report To: Bill To: | == =
Jamestown Tribe Jamestown Tribe ' 2% 203
1033 Old Blyn Highway 1033 Old Blyn Highway MAR

Sequim, WA 98382 Sequim, WA 98382

EPA REGULATED AND STATE REGULATED OR REQUIERED

MCL Exceeded?
DOH# | ANALYTE | RESULTS | UNITS | SRL | TRIGGER | MCL (Chack anly i yes) Method Analyst
0020 Nitrate-N 2.04 mg/L 0.5 5.0 10.0 SM 4500-NO3D | B#P
NOTES:

*Confirmation: Include the original lab number, sample number, and collection date of original sample in comments section.

SRL (State Reporting Level): The minimum reporting level established by the Washington State Department of Health (DOH).

Trigger: DOH drinking water response level, Systems with compounds detected at concentrations in excess of this level may be required to take additional
samples or monitor more frequently.

MCL (Maximum Contaminant Level): Drinking water that exceeded the MCL may be a health risk. Public water systems that exceeds the MCL, please
contact your regional DOH office to determine follow-up actions.

ND (Not Detected): In the results column, indicates this compound was analyzed and not detected at a level greater than or equal to the SRL.

<(0.00X): The compound was not detected in the sample at or above the concentration indicated (usually the lab method reporting limit).

' LAB COMMENTS:




T DC-
Clallam County H  .h and Human Services Environmen  Health Laboratory
223 East 4™ Street, Suite 14 Port Angeles, WA 98362

56
(360) 417-2334 /

NIT TEST PANEL (Nitrate/Nitrite) )
Report of Analysis (08 500/ 25

Date Collected: 12/4 /12 Time: 9:24 AM Group: (Circle) A B Individual |Other - NTNC

Water System ID Number: IH3826 System Name: 7 Cedars Casino

Lab Sample Number

092 - 231 4 County: Clallam

Sample Location:

CA-02 finish water tap pump room Source Number(s):
=l Parcel: well depth:
Sample Purpose: (Check Appropriate Box) Date Received: 12/ 04 /12 10:30 AM
RC - Routine/Compliance (satisfies monitoring requirements) | Date Analyzed: 12 /05 /12
[l C- Confirmation (confirmation of chemical results)* Date Reported: 12/05/12
[ = Investigative (does not satisfy monitoring requirements) Samplers Comments:
[l O - Other (specify, does not satisfy monitoring requirements )
Sample Composition: (Check Appropriate Box) Sample Type: (Check one) [l Untreated (Raw)
I S - Single Source I Treated
[l B-Blended ((list sources in ‘Source Number(s)’ field) [l Unknown

Ll C - Composite (list sources in ‘Source Number(s)' field) Sample Collected by: - Jeff Becker

[ D - Distribution sample Phone Number: 360-681-4602
Sent Report To: Bill To:

Jamestown Tribe Jamestown Tribe

1033 Old Blyn Highway 1033 Old Blyn Highway
Sequim, WA 98382 Sequim, WA 98382

EPA REGULATED AND STATE REGULATED OR REQUIERED

MCL Exceeded?
DOH # ANALYTE’ RESULTS | UNITS | SRL | TRIGGER | MCL | cpocianiives) | Method | Analyst

0020 Nitrate-N I 2.53 mg/L 0.5 5.0 10.0 SM 4500-NO3D | B7#P

NOTES:

*Confirmation: Include the original lab number, sample number, and collection date of original sample in comments section.

SRL (State Reporting Level): The minimum reporting level established by the Washington State Department of Health (DOH).

Trigger: DOH drinking water response level. Systems with compounds detected at concentrations in excess of this level may be required to take
additional samples or monitor more frequently.

MCL (Maximum Contaminant Level): Drinking water that exceeded the MCL may be a health risk. Public water systems that exceeds the MCL,
please contact your regional DOH office to determine follow-up actions.

ND (Not Detected): In the results column, indicates this compound was analyzed and not detected at a level greater than or equal to the SRL.
<(0.00X): The compound was not detected in the sample at or above the concentration indicated (usually-the fab method reporting limit).

LAB COMMENTS: _ BE[‘ = { 20
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T Fw: 7 Cedars Casino Nitrate sampling
Lisa Jacobsen 10 rsather 10/25/2012 11:09 AM

Hee Lisa Jacobsen

Lisa Jacobsen/R10/USEPA/US
rsather@7cedarscasino.com

e ~mabeAan AN ISEDA /|1t
Liza Jacobsen/R1MUSEPANLS

Hi Ron,

The results for your last four quarterly nitrate samples have been above 50% of the MCL, 10mg/L. As
long as they continue to be above 50% of the MCL you will need to continue taking quarterly samples to
monitor nitrate levels in your drinking water. This monitoring is to assure that the level does not reach 10
mg/L.

You should have taken a sample during the time period of July 1 through September 30, 2012, but there
may have been some confusion from the email | sent to you last year (see below) since | gave you a
schedule for monitoring assuming that the future samples would be below 5 mg/L, but they are not. The
results for the last 4 quarters are:

August 17, 2012 9.08 mg/L
December 7, 2011 7.62 mg/L
March 12, 2012 6.41 mg/L
June 5, 2012 5.15 mg/L.

If you did sample last quarter please send the results to me as soon as you can. If a sample was not
taken, then please take one as soon as you can and continue to take quarterly nitrate samples until
further notice, you will need four consecutive quarters below 50% of the MCL of 10 mg/L before you can
go back to annual monitoring.

If you have any questions about this change in frequency of monitoring for nitrates please contact me,
Thanks,
Lisa (206)553-6917

Lisa Jacobsen

Tribal Drinking Water Coordinator

EPA R10

1200 6th Ave, Suite 900, m/s OWW-136
Seattle, Washington 98101

(206) 553-6917
—-- Forwarded by Lisa Jacobsen/R10/USEPA/US en 10/25/2012 10:50 AM —--

From Lisa Jacobsen/R10/USEPA/US
Ta rsather@7cedarscasino.com

Date 08/08/2011 02:05 PM

Subject 7 Cedars Casino Nitrate sampling

Hi Ron,

I have reviewed your data for nitrates and a couple of your samples were high. | have determined, based
on the chemical rule for inorganic contaminants that you will need to change the frequency of monitoring
for nitrates to quarterly.

The rule states: The maximum contaminant level for nitrates is 10 mg/L, however the frequency for any
water system shall be quarterly for at least one year following any one sample in which the concentration
is equal to or greater than 5 mg/L (50% of the MCL)



Clallam County Heald .d Human Services Environmental L

223 East 4" Street, Suite 14 Port Angeles, WA 98362
(360) 417-2334

ith Laboratory

B,

/

NIT TEST PANEL (Nitrate/Nitrite)/ /7 /2204 5_;5/&//.%%

Report of Analysis

/ SOT3ov/208 )

Date Collected: 06 / 5/12 Time: 9:25 AM

Group: (Circle) A B' Individual |0ther NTNC

Water System ID Number: |1H3826

System Name: 7 Cedars Casino

Lab Sample Number 092 — 21376

County: Clallam

Sample Location:
CA-02 finish water tap pump room

Source Number(s):

Parcel:

well depth:

Sample Purpose: (Check Appropriate Box)

I RC - Routine/Compliance (satisfies monitoring requirements)
[] - Confirmation (confirmation of chemical results)*

0i- Investigative (does not satisfy monitoring requirements)

[J O - Other (specify, does not satisfy monitoring requirements )

Date Received: 06 /05 /12

Date Analyzed: 06 /06 /12
Date Reported: 06 / 06 /12

Samplers Comments:

Sample Composition: (Check Appropriate Box)
[l s - Single Source
[l B-Blended ((list sources in ‘Source Number(s)' field)

0 c- Composite (list sources in ‘Source Number(s)' field)

I D - Distribution sample

Sample Type: (Check one) [ Untreated (Raw)

l Treated
[J Unknown

Sample Collected by: Jeff Becker

Phone Number: 360-681-4602

Sent Report To:
Jamestown Tribe

1033 Old Blyn Highway
Sequim, WA 98382

Bill To:

Jamestown Tribe
1033 Old Blyn Highway
Sequim, WA 98382

EPA REGULATED AND STATE REGULATED OR REQUIERED

DOH# | ANALYTE | RESULTS | UNITS | SRL | TRIGGER | MCL | (ICCSxceefedt | Method | Analyst
0020 Nitrate-N 515 mg/L 0.5 5.0 10.0 SM 4500-NO3D | EBmP
NOTES:

*Confirmation: Include the original lab number, sample number, and collection date of original sample in comments section,
SRL (State Reporting Level): The minimum reporting level established by the Washington State Department of Health (DOH).

Trigger: DOH drinking water response level, Systems with compounds detected at concentrations in excess of this level may be required to take

additional samples or monitor more frequently.

MCL (Maximum Contaminant Level): Drinking water that exceeded the MCL may be a health risk. Public water systems that exceeds the MCL,
please contact your regional DOH office to determine follow-up actions.

ND (Not Detected): In the results column, indicates this compound was analyzed and not detected at a level greater than or equal to the SRL.

<(0.00X): The compound was not detected in the sample at or above the concentration indicateil:fgéhaﬂy the lab rﬁélﬁ)ﬁcpgﬁinfg_':limit).

LAB COMMENTS:

JUN |1 2002




Clallam County k. .th and Human Services Environme:.  Health Laboratory
223 East 4" Street, Suite 14 Port Angeles, WA 98362
(360) 417-2334

NIT TEST PANEL (Nitrate/Nitrite) —
Report of Analysis /A 20008

%,
v

Date Collected: 03 /21 /12 Time: 12:30 PM

Group: (Circle) A B Individual Other _ [A-NTNC]

Water System ID Number: IH382 6

System Name: 7 Cedars Casino

Lab Sample Number 092 - 20778

County: Clallam

Sample Location:
CA-02 Finish water tap, water treatment room

7 Cedars Casino

Source Number(s):

Parcel: well depth:

Sample Purpose: (Check Appropriate Box
RC - Routine/Compliance (satisfies monitoring requirements)
[] ¢- Confirmation (confirmation of chemical results)*

[] 1 - Investigative (does not satisfy monitoring requirements)
[l O - Other (specify, does not satisfy monitoring requirements )

Date Received: 03/21/12 2:05 PM
Date Analyzed: 03/21/12
Date Reported: 03 /21 /12

Samplers Comments:

Sample Composition: (Check Appropriate Box
I S - Single Source
[l B-Blended ((list sources in ‘Source Number(s)’ field)

[l c-Com posite (list sources in ‘Source Number(s)’ field)

U D - Distribution sample

Sample Type: (Check one) L Untreated (Raw)
0 Treated
[l Unknown

Sample Collected by:

Phone Number: 360-681-4602

Sent Report To:

Jeff Becker, Jamestown Tribe
1033 Old Blyn Highway
Sequim, WA 98382

Bill To:

Jeff Becker, Jamestown Tribe
1033 Old Blyn Highway
Sequim, WA 98382

EPA REGULATED AND STATE REGULATED OR REQUIERED

DOH# | ANALYTE | RESULTS | UNITS | SRL | TRIGGER | MCL | gCL=ceedsd? | method | Analyst
0020 Nitrate-N 6.41 mg/L 0.5 5.0 10.0 SM4500-NO3D | B#P
NOTES:

*Confirmation: Include the original lab number, sample number, and collection date of original sample in comments section.
SRL (State Reporting Level): The minimum reporting level established by the Washington State Department of Health (DOH).

Trigger: DOH drinking water response level. Systems with compounds detected at concentrations in excess of this level may be required to take

additional samples or monitor more frequently,

MCL (Maximum Contaminant Level): Drinking water that exceeded the MCL may be a health risk. Public water systems that exceeds the MCL,
please contact your regional DOH office to determine follow-up actions.

ND (Not Detected): In the results column, indicates this compound was analyzed and not detected at a level greater than or equal to the SRL.

<(0.00X): The compound was not detected in the sample at or above the concentration indicated {usua(me Igg nﬁE@{;nH::R.;TF“%g I:vn )
e

LAB COMMENTS:

L) _]1 H

|
| ) - i

LS. FPA REGION 10

| OFFICE OF WATER AND WATERSHEDS




Clallam County Health And Human Services L Z-) C”I
Environmental Health Services Laboratory
223 East 4" Street, Suite 14
Port Angeles, WA 98362
(360) 417-2334

vl

INORGANIC CHEMICALS (IOCS) REPORT FOR NITRATES

System ID No: IH382 6 System Name: 7 Cedars Casino  Phone#: 360-681-4602
Lab/Sample No:  092- 20060 Date Collected/Time: 12/7/11 9:45 AM | DOH Source No:

Multiple Source Nos: Sample Type: Sample Purpose: Compliance
Date Received/Time: 12/7/11 12:40 PM Date Reported: 12/7/11 Supervisor:

: "' Bt S e Date Analyzed: 12/7/11 Analyst: Belinda Pero

Group B Individual

County: Clallam
Sample Location: = CA-02 finish water tap pump room
=ty Parcel #:

Well Depth (in feet):

If privately-owned well:
Send Report To:

Bill To:

Jeff Becker
Jamestown Tribe
1033 Old Blyn Hwy
Sequim, WA 98382

Jeff Becker
Jamestown Tribe
1033 Old Blyn Hwy
Sequim, WA 98382

DOH# |  ANALYTES [ RESULTS LUNTTS [ SRL | TRIGGER | MCL | Method | Analyst
20| Nitrate - N | 7 62 ] mg.’l 0.5 5.0 10 | 4500-NO,D | BorP
NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

DOH Drinking Water responsc level. Systems with compounds detected at concentrations in excess of this level are required to take

additional samples. Contact your regional DOH office for further information.
(Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.

Trigger Level:

MCL:

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL.

<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated.

COMMENTS:

LY.L

STAF | HECKLIST (office use anly) el I 48 hﬁ;i_:rﬁ:f YBS I '.:noﬁ?cfl':iltjﬁriﬁtéd_sa'uzrcéf:'; yes | keptco]dyes i J
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Lab/Cor, Inc. ‘ Oq
A Professional Service Corporation in the Northwest :
—WATER SYSTEM INFORMATION ForRM (WSI)--
INORGANIC CHEMICALS (I0CS) REPORT FOR ASBESTOS N e T
EPA TEST METHOD - 100.1/100.2 (P2 300/0F
System IDNo: TH% §26 | System Name: Seven Cedars Casind —
LabSample No: |4 -2188 59 | Date Collected: €/72/71 |20 2.| DOH Souree No: * 42~
Maultiple Source Nos: | Sampie Type: | Sample Purpose: EDmpliane €}
Date Received: &- «“« _// Date Reported: 53/ /&0 // Supervisor: _ _
Date Analyzed: & - 7€ 7/ Analyst: ,¢£&
County: (_.'A-] [ A . | Group:A B  Other [V TNVC
Sample Location: £ A-05 ‘
' gen;"?péu:z?:er - Jamestown THbe 1P S me s toww Tribe
103% Ol B|yn HwY | Same Addres$
Jeguim WA 193 ¢2- -

Ermail:

o~ F1-H602 | B40-dq~ 304

*Most ground water & spring sources will need to take a distribution sampl: for SDWA compliance. For these samples the source number
“92" should be used and a sample location (address) must be included. Surf:ace waters may be taken either as a distribution sample ("92") or
an individual source sample.

DOH# | ANALYTES | RESULTS | WUNITS | SRL | TRIGGER | MCL EXCEEDS
EPA REGULATED Trigger? MCL?
119 ASBESTOS |~ o&. /5| ML T 7 7 Ao .

NOTES:

SRL (State Reporting Level): Indicates the minimum reporting level required! by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response level. Systems with compounds: detected at concentrations in excess of this level are
required to take additional samples, Contact your regional DOH office for further information.

MCL (Maximum Contaminant Level): If the contaminant amount exceeds th's MCL, immediately contact your regional DOH office.

NA (Not Analyzed): In the results column, indicates this compound was ot included in the current analysis.

ND (Not Detected): In the results column, indicates this compound was analyzsd and not detcoted at a level greater than or equal to the SRL.
<0.801: Indicates the compound was not detected in the sample at or above the concentration indicated.

TELPHONE NUMBERS FOR ASSISTANCE ) _'_'

|
and sampling information as to location, source type and method: R ‘3\“
A. Belle Fuchs SW Regional Office (360) 586-5179 P
B. Steve Hulsman NW Regional Office (253) 395-6750 = ="Ern FEGION 1
C. Scott Fink Eastem Regional Office (S09) 456-2475 OFFICE OF Wi
+| Commenis:
Lab g jNstt-o|
Sample
| Relinguished By: Dae/Time:

et | Gl | e QUL 300 o (%

Qes i Y o (20cf

7619 6th Avenue NW, Seattle, WA 98117 Phone (206) 781-0155 (888) 522-2674  Fax (206) 789-8424
www.la_bcor.net

—~—

7k



Clallam County Health And Human Services /
Environmental Health Services Laboratory
223 East 4" Street, Suite 14
Port Angeles, WA 98362

(360) 417-2334 /053D /08

INORGANIC CHEMICALS (IOCS) REPORT FOR NITRATES

System ID No: IH3826 System Name: 7 Cedars Casino  Phone#: 360-681-4602
Lab/Sample No:  092- 19103 Date Collected/Time: 8/17/11 9:25 AM | DOH Source No:
Multiple Source Nos: Sample Type: Sample Purpose: Cornplinnce
Date Received/Time: 8/17/11 10:30 AM | Date Reported: 8/17/11 Supervisor:
e e | Date Analyzed: 8/17/11 Analyst: Belinda Pero
County: Clallam ?ﬁ? ANIDC B advdwl
Sample Location: . CA-02 raw water tap pump room 7 Cedars Casino
If privately-owned well: —=> Parcel #: Well Depth (in feet):
Send Report To: Bill To:
Jeff Becker Jeff Becker
Jamestown Tribe Jamestown Tribe
1033 Old Blyn Hwy 1033 Old Blyn Hwy
Sequim, WA 98382 Sequim, WA 98382
DOH# |  ANALYTES | RESULTS | UNITS | SRL | TRIGGER | MCL | Method | Analyst
e R RER D e e
20 Nitrate — N 9 08 mg/1 0.5 5.0 10 | 4500-NO,D | 347
NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level) 1f the contaminant amount exceeds the MCL, immediately contact your region DOH office.

NA: {Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL.

<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated.

COMMENTS:

STAFF CHECKLIST (office use only) | 48 hours: YeS | non-chlorinated source: yes | keptcold: yes |




26276 Twelve Trees Lane, Suite C  Poulsho, WA 98370

TWL

ANALYTICAL LABORATORIES, IN:
Telephone (360) 779-5141 FAX (360) 779-5150

10C -10C
10C - 10C by Various EPA Approved Methods
Source / Point of Entry - Report of Analysis

Date Collected:

6/13/2011 Group: A
System ID No: 1H3826 | System Name:  Seven Cedars Casino
| Lab - Sample #: 01093601 County: Clallam
Sample Location: CA-02 Finished Tap DOH Source No: '-
Sample Purpose: RC Date Received:  6/13/2011 '
Sample Composition: S Date Analyzed:  6/22/2011
Send Report To: Jeff Becker Date Reported:  6/23/2011
Tamestoivn SClalimn Tribe Sample Type:  Post-treatment/Finished
1033 OId Blyn Hwy i L : v
Sequim, WA 98382 Collected By: Rich Camporini
Phone Number:  360-681-4602 ‘;
Bill To: Rich Camporini
1033 Old Blyn Hwy
Sequim, WA 98382 |
|
| _ -
' DOH# | Analyte | Results | Units | SRL |Trigger| MCL*| MCL | Method Jn{'
: Exceeded (Analyst Init.)
EPA/State Regulated B
4 Arsenic <(0.003) mgl 0003 | 001 0.01 EPA 2009 (KW) |
5 __Barium <04 | mgl. | 04 2 2 | EPA200.7 (KW)
6 _Cadmium <(0.002) mgl | 0002 | 0005 | 0005 EPA 200.7 (KW)
7 Chromium <(0,02) mg/L. 002 _ 0l 0.1 EPA 200.7 (KW)
11 Mercury <(0.0004) me/l. | 00004 0002 | 0002 | SM 3112 B (KW)
12 Selenium <001) | meL 0.01 005 | 005 EPA 200.9 (KW)
110 Beryllium <0.0008) | mg/L | 00008 | 0.004 | 0.004 EPA 200.7 (KW)
L 111 Nickel <(0.1) mg/L 0.1 0.1 0.1 ~EPA 200.7 (KW)
112 _Antimony <(0.006) mg/L__| 0006 | 0.006 | 0.006 EPA 200.9 (KW)
113 Thallium <0.002) | mgL | 0002 0002 | 0002 EPA 200.9 (KW)
116 Cyanide, Total <(0.1) mg/L 0.1 02 02 | _ SM 4500-CN F (JS)
19 Fluoride, F <(0.5) mg/L 0.5 2 4 EPA 300.0 (JS)
114 Nitrite-N <(0.2) mg/L 0.2 0.5 1 EPA 300.0 (JS)
20 Nitrate-N 5.44 mg/L 2 5 10 EPA 300.0 (JS)
161 Total Nitrate/Nitrite 3.44 me/L 2 5 10 EPA 300.0 (JS)
8 lron <(0.10) mg/L 0.l 03 | 03 N EPA 200.7 (KW)
10__ anganesc 0273 mglL 0.01 0.05 0.05 Yes EPA 200.7 (KW)
13 | Silver <(0.1) mgl | 0l 0.1 0.1 EPA 200.7 (KW)
21| Chloride 47.1 mg/L 20 250 250 EPA300.0(JS)
2 Sulfate <(50) mgL | S0 250 | 250 | EPA300.0(JS) |
24 Zine <(02) | men 0.2 5 5 EPA 200.7 (KW)
14| Sodium 21.4 mg/L 5 EPA 200.7 (KW)
T Hardn al (as CaCO3) 318 LasCaCO__ 10 SM2340B(KW) |
16 Conductivity B 636 uSfem 0 | 700 700 . SM 2510 B (JS)
- . Turbidity 0.50 NTU 01 | SM 2130 B (KW)
18| Color <(15) PiCoCU 15| 15 | 15 SM 2120 B (KW)
EPA/State Unregulated
9 | Lead <(0.001) | _me/l | 0.001 EPA2009 (KW) |
23 Copper 117 me/l. 0.02 EPA 200.7 (KW)
(It S -
Y _
JN 29 201

115936

N



TWi__ ANALYTICAL LABORATORIES, IN
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

10C -10C
10C - 10C by Various EPA Approved Methods

Source / Point of Entry - Report of Analysis

Date Collected: 6/13/2011 Group: A
| System ID No: TH3826 System Name: Seven Cedars Casino
i Lab - Sample #: 01093601 County: Clallam

Sample Location: CA-02 Finished Tap DOH Source No:

Sample Composition: S

Send Report To: Jeff Becker
Jamestown S'Klallam Tribe

Date Analyzed:  6/22/2011

Sample Purpose: RC ‘ Date Received:  6/13/2011
Date Reported:  6/23/2011

le Type: Post-treatment/Finished
1033 Old Blyn Hwy . ostreatmentnishe
Sequim, WA 08382 | Collected By: Rich Camporini
Phone Number:  360-681-4602
‘ Bill To: Rich Camporini

1033 Old Blyn Hwy
Sequim, WA 98382

DOH# Analyte | Results | Units | SRL Trigger MCL*  MCL Method
| Exceeded =~ (Analyst Init.)

— 1| P —

SRL: (State Reporting Level), mdicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples, Contact your
regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the resilts column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

L]

The 0.010 mg/L MCL for Arsenic is for Group A NTNC systems. All other systems should check with their county Health District to determine what level is applicable.

115936



26276 Twelve Trees Lane, Suite C  Poulsho, WA 98370

TW. 5 ANALYTICAL LABORATORIES, I

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -10C

I0C - 10C by Various EPA Approved Methods

Source / Point of Entry - Report of Analysis

i Date Collected: 11/17/2010 | Group: A
i System ID No: [H3826 | System Name: Seven Cedars Casino i
. Lab - Sample #: 01089001 ' County: Clallam |
‘ Sample Location: CA-02 Finish Water Tap Treatment Room \ DOH Source No:
| Sample Purpose: RC | Date Received:  11/17/2010 !
| Sample Composition: S ‘ Date Analyzed:  11/18/2010 |
Send Report To: Jeff Becker . Date Reported: 12/8/2010 |
Jamestown S'Klallam Tribe Sample Type: Post-treatment/Finished
‘ 1033 O1d Blyn Hwy \ ample Type: 0 ment/Fini ,
Sequim, WA 98382 Collected By: Jeff Becker |
‘ Phone Number;  360-681-4602 ‘
| Bill To: Jamestown S'Klallam Tribe |
' 1033 Old Blyn Hwy :
| Sequim, WA 98382 .'
I - ;
| o | - - |
 DOH# Analyte Results  Units  SRL |Trigger MCL* | MCL Method :
! I | | i Exceeded  (Analyst Init.)
'EPA/State Regulated
L& | Arscnic_\/ <(0003) | mgr | 0003 | o001 | oo | | EPA2009(KW)
[ 5 1| Barium_/ <(0.4) mg/l. | 04 L T It | EPA200.7(KW)
6 | Cadmium v~ <(0.002) mg/lL | 0002 | 0.005 | 0.005 | EPA200.7(KW) |
L 7 Chromium <(0.02) mg/L 0.02 0.1 0.1 EPA200.7 (KW) |
[ 1 Mercury V. <(0.0004) mg/l, | 00004 [ 0002 | 0.002 SM 3112 B (KW)
L 121 Selenium V. <(0,01) mg/L 001 | 005 0.05 EPA 200.9 (KW)
L_110 Beryllium v/ <{0.0008) mg/l | 0.0008 0004 | 0.004 | EPA200.7(KW) |
1 __ Nickel _V, | <(0.1) mg/L 0.1 0.1 01 | | EPA 2007 (KW) |
112 _ Antimony ¥ <(0.006) mg/l,_| 0006 | 0006 | 0.006 | EPA 2009 (KW) |
[ 113 Thallium Y <(0002) | me/ | 0002 | 0002 | 0002 | | EPA 2009 (KW)
116 Cyanide, Total V/, | <{0.1) me/l, |01 g2 | 02 | |___SM4S00-CNF(S) |
19 Fluoride, F V' | <(0.5) mg/L 0.5 2 | 4 | ] EPA 300.0 (JS) I
| 114 Nitrite-N v/ | «(02) mg/L 0.2 05 | 1 [ | SM4500-NO2B (KW) |
L 20 Nitrate-N _\V/ T T W T TN 18 SM 4500 NO3 F (KW) |
T Total Nitrate/Nitrite v/ 539 ; 2. _T__s i __SM 4500 NO3 F (KW) |
8 | "%m:(m'n ] <0100 | mgl | 01 03 ' 03 | |  EPA200.7(KW) |
10 Mangancse ¥ _ 0154 mgh [ 001 | 005 | 005 | Yes __EPA200.7 (KW)
L 13 _ Silver <01) | mglL 0.1 o1 | o1 | | _EPA200.7(KW)
T Chloride \/ 66.8 mg/l |20 77 T i EPA 300.0 JS)
2 Sulfate vV <(50) mgl 50 250 | 250 ] EPA3000(S) |
L Zine V' <(0.2) mg/L 02 5 £ _____EPA200.7 (KW)
14 Sodium 224 mg/L 5 | EPA2007(KW)
L 15 Hardness, Total (as CaC03) \/ 312 je/LesCaCO 10 | . SM2340B(KW) |
16 Conductivity V' 653 uS/em 70 700 700 | SM2510B(JS)
17 Turbidity V', 0.50 NTU 0.1 | 1 SM2130B(JS) |
|18 Color Y <(15) | PiCoCU | 15 15 | 15 SM2120B(JS) |
EPA/State Unregulated |
L9 | Lead ™ |_<0.000 | mel | 0001 | ] _ |____EPA2009 KW) |
= Copper V' tor T omen 002 [ | ] | EPA2007KW)

110890
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TW, .o ANALYTICAL LABORATORIES, II
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

10C -10C
10C - I0C by Various EPA Approved Methods
Source / Point of Entry - Report of Analysis

1 Date Collected: 11/17/2010 | Group: A !
' System ID No: [H3826 I System Name: Seven Cedars Casino
| Lab - Sample #: 01089001 | County: Clallam
] Sample Location: CA-02 Finish Water Tap Treatment Room = DOH Source No:
Sample Purpose: RC | Date Received: 11/17/2010
| Sample Composition: S Date Analyzed:  11/18/2010
Send Report To: Jeff Becker ‘ Date Reported: 12/8/2010
| Jamestown S'Klallam Tribe | Sample Type: Post-treatment/Finished
1033 Old Blyn Hwy PRy
Sequim, WA 98382 ‘ Collected By: Jetf Becker
] | Phone Number:  360-681-4602
' Bill To: Jamestown SK lallam Tribe |
| | 1033 OId Blyn Hwy '
g Sequim, WA 98382
' DOH# | Analyte | Results U}{it's'—l SRL Trigger MCL* | MCL | Method v}’
' ' | Exceeded | (Analyst Init.)
| i 1| IS N S | S e e b e ]
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health {DOH).

Trigéar Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples. Contact your
regional DOH office for further information.

MCL; {Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Mot Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

*

The 0.010 mg/L MCL for Arsenic is for Group A NTNC systems. All other systems should check with their county Health District to determine what level is applicable.

DE!

110890



Clallam County Health And Human Services
Environmental Health Services Laboratory
223 East 4™ Street, Suite 14
Port Angeles, WA 98362

(360) 417-2334

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

[_Systcm ID No:

IH3826

System Name: 7 Cedars Casino

Phone #: 360-681-4602

Lab/Sample No: 092- 16638

Date Collected/Time; 12/1/10 9:06 am

DOH Source No:

Multiple Source Nos:

Sample Type: gf‘Clb

Sample Purpose: Compll'unce

Date Reported: 12/1/10

Supervisor:

Date Received/Time: 12/1/10 10:45 am

Date Analyzed:

12/1/10

Analyst: Belinda Pero

County: Clal lam

Group [ANTNCI B  Individual
Other

Sample Location: ~ CA-01 raw water tap pump room 7 Cedars Casino

If privately-owned well: ——=>

Parcel #:

Well Depth (in feet):

Send Report To:

Jeff Beck

1033 Oid

er

Jamestown Tribe

Blyn Hwy

Sequim, WA 98382

Bill To:

Jeff Becker
Jamestown Tribe
1033 Old Blyn Hwy
Sequim, WA 98382

DOHM# |  ANALYTES | RESULTS | UNITS | SRL | TRIGGER | MCL | Method | Analyst
e e EPAREGULATED e T
20 Nitrate — N 3.32 mg/1 0.5 5.0 10 | 4500-NO;D | BMP
NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:

DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.

NA: (Nat Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL. .

<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated:

COMMENTS: )

OEe - 3 70t

STAFF CHECKLIST (office use only)

[ non-chlorinsted source: yes | keptcold: yes . |




T 'S ANALYTICAL LABORATORIES, .
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

IOC - NIT
10C - NIT by Various EPA Approved Methods
Source / Point of Entry - Report of Analysis

Date Collected: 12/28/2009 ‘ Group: A
System ID No: [HO19L . SystemName:  Clearwater Casino |
Lab - Sample #: 01091002 County: Kitsap
Sample Location: CC-02 Pumphouse DOH Source No:
Sample Purpose: RC Date Received: 12/28/2009 ‘
Sample Composition: S Date Analyzed: ~ 12/29/2009
Send Report To: Randy George | Date Reported: 12/30/2009
15347 Snquamish Way NE Sample Type:  Post-treatment/Finished ‘
Suquamish, WA 98392 .
Collected By: I
| Phone Number:  360-598-8721 ‘
Bill To: Randy George i
15347 Suquamish Way NE |
| Suquamish, WA 98392 ‘
_ j |
DOH# Analyte Results | Units | SRL | Trigger| MCL* | MCL Method '
| Exceeded (Analyst Init.)
20 Nitrate-N I <05 T mer [ 05 [ 5 | 10 | [ SM 4500-N03 F (CM) '_ﬂP
SRL: (State Reporting Level), indicates the minimum reporting tevel required by the Washington Department of Health (DOH).

Triséar Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples. Contaet your
regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: {Not Analyzed), in the results column indicates this compound was not meluded in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated,

. The 0.010 mg/L MCL for Arsenic is for Group A NTNC systems. All other systems should check with their county Health District to determine what level is applicable.

N 7 :"1 1)
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Clallam County Health And Human Services
Environmental Health Services Laboratory

223 East 4™ Street, Suite 14
Port Angeles, WA 98362
(360) 417-2334

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

System ID No: IH3826 System Name: 7 Cedars Casino Phone #: 360-681-4602
Lab/Sample No:  092- 14013 Date Collected/Time: 12/16/09 9:46 am | DOH Source No:

Multiple Source Nos:

Sample Type: gf‘db

Sample Purpose: Compliance

Supervisor;

Date Received.'.'T ime: 1 2/ 1 6/ 09 1 1:15 am | Date Reported: 12/16/09

| Date Analyzed: 12/16/09

Analyst: Belinda Pero

County: Clallam

Group Ié-NTNgj B Individual
Other

Sample Location:  CA-02 finished water tap treatment room

If privately-owned well: —> Parcel #:

Well Depth (in feet):

Send Report To:

Jeff Becker
Jamestown Tribe
1033 Old Blyn Hwy
Sequim, WA 98382

Bill To:
Jeff Becker

1033 OId Blyn

Jamestown Tribe

Hwy

Sequim, WA 98382

DOH# |  ANALYTES | RESULTS | UNITS | SRL | TRIGGER | MCL | Method | Analyst
20 Nitrate — N < 0.5 mg/l 0.5 5.0 10 | 4500-NO;D | BMP
NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL.
<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated,
COMMENTS: RECEIVERI
i|__,l) S ||
LU peEC 18 2009
- - |
!
S |
| ey |

STAFF CHECKLIST (office use only

48 hours; yes '-:-5"-5']:5fﬁ3i{iéﬁ1:63§i{éted-'s_c.urce': yes -3’;:képt cold: yes




Please Print Plainly

USE HEAVY PEN
DO NOT VWTN SHADED AREAS

$1.275

Warer 1515 80th St. E.
L MANAGEMENT Tacoma, WA ¢
)] LABORATORIES mc. (253) 531-3121

SEE BACK™
4 FOR INSTRUCTIONS

INORGANIC CHEMICALS (IOCS) REPORT

ISyestern ID No: I/_/ 3 5 ;_;_r_(,’/p

System Name: 77 (ﬁ Az rs (?/) S/INo

Lab/SampleNo: %72 767 7 Date Collected: ¢ 4 - /0 -0F

DOH Source No: ¢ o) 7.

Multiple Source Nos: «'V’/A

Sample Type: , 4

Sample Purpose: c

Date Received: ~y -~ / /-7 Date Reported: 0, -/4-09 Supervisor: [ H—
County: (7 / 7 ([ cim Date Digested: 4/49 Group: @/ B Other
Sample Location: )/, 1, SseeSe. o Sc 6:/3

Send Results & Bill To: 2/,,6 [ /e (aTe Remarks:

2521 A Tnfr Ave

AL 318K

foyallep (A  FE372

DOH# ANALYTES RESULTS | UNITS | SRL | TRIGGER | MCL EXCEEDS Method / Analyst
EPA REGULATED Trigger? | MCL? [
4 Arsenic |- £0.002 | mg/L | 0002 0.0% 0.03 A0 MO 200.8 :
5 Barium |~ Lo.\ mg/L | 0.1 2 2 200.8
6 Cadmium .~ £0.002 | mg/L | 0.002 0.005 0.005 | 2008
7 Chromium £ 0.0l mg/L | 0.01 0.1 0.1 200.8
11 [Mercury v~ £0.000% | mg/L | 0.0005 0.002 0.002 200.8
12 [Selenium /", £0,00% | mg/L | 0.005 0.05 0.05 2008 |3
110 |Beryllium / £0.003 | mg/L [ 0.003 0.004 0.004 2008 (M0
111 | Nickel v £0.04 mg/L | 0.04 0.1 0.1 200.8
112 | Antimony ¢~ £0.00S mg/L | 0.005 0.006 0.006 ~200.8
113 |Thallium £ 0.00& | mg/L | 0002 0.002 0.002 2009 (I
116 [Cyanide  }~ £0.05 | mg/L | 005 0.2 0.2 4500-CNF | /74
19 |Fluoride |/ ors mg/L | 02 2 4 3000 |10
114 [Nitrite-N <%, mg/L | 05 0.5 1 3000 |IrC
20 Nitrate-N oY mg/L | 05 5 10 3000 | (ol
161 | Total Nitrate/Nitrite / o8 mg/L | 05 5 10 N 3000 | I#
EPA REGULATED (Secondary) e
8 Iron o 0. o mg/L | 0.1 0.3 0.3 ND ANO (3111B/
10 |Manganese 0.04 mg/L | 001 0.05 0.05 (200.8 )
13 |Silver v £0.9) mg/L | 001 01 0.1 (2008 /
21 |Chloride &) mg/L 20 250 250 3000  [erl |
22 [Sulfate /3 mg/L 10 250 250 3000  lesg |
24 |Zinc d £0.2 mg/L | 02 5 5 W W (200.8)
STATE REGULATED N
14 Sodium Ve /3 mg/L 5 % 2008 ) |/
15 |Hardness - mg/L | 10 _ | 2340C) /%
16 | Conductivity lo 2 umhos/cm| 10 700 700 No NO | 25108
17 | Turbidity »~ 13 NTU 0.1 1 XS 2130B | -]
18 Color 4 £L5,0 color units| 5 15 15 No NQ 2120B &
26 | Total Dissolved Solids VA mg/L | 150 500 500 — il L 349_@) =
STATE UNREGULATED
9, [Lead ¥ Z0.002 | mg/L | 0002 2008 V4
23 | Copper v/ 0.02 = = e [l 200.8
&7 = U

£ 22| g/l E W E
COMMENTS: / /7 M?/T? menla \g J\
: 208

L am

2

nNo

(‘f‘\é. ﬂo(/m
N

Yseo Mty DAC ) N
4

2006 * PROPERTY OF WATER MANAGEMENT LABORATORIES, INC.

. - ND WATERSHEDS
L Ton- Al H2— B Aalste 605 _l OFFICE QP YAIER e

U.S. EPA REGION i




07/10/2003 15:41 FAK

360 681 B711

7 CEDARS ADMIN

@003/009

Lab/Sample No:_ AR 7697 Wiares 10C ANALYSIS REPORT - Page 2
é MANAGEMENT
—4 LABORATORIES v,
DOH# ANALYTES RESULTS | UNITS | SRL | TRIGGER MCL EXCEEDS Method / Analyst
OTHER (Optional) Trigger? | MCL?
171  |Orthophosphate VA mg/l | 0.1
172 |Silica mg/1 1.0
402  |Aluminum mg/l | 0.05
403 | Alkalinity mg/l | 10
404 |Magnesium mg/l 0.1
405 |Calcum mg/l | 05
406 |Ammonia L) o mg/] 1 No No @5 W
NOTES:

SRL (State Reporting Level): indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to

take additional samples. Contact your regional DOH office for further information.

MCL (maximum contaminent level): If the contaminent amount exceeds the MCL, immediately contact your regional DOH office.

NA (Not Analyzed): in the results column indicates this compound was not included in the current analysis.

ND (Not Detected): in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL.
< (0.001); indicates the compound was not detected in the sample at or above the concentration indicated.

COMMENTS: ‘
LL28 A menca.




Please Print Plainly WATER 1515 80th St. E. SEEBACK

USE HEAVY PEN :‘. MANAGEMENT Tacoma, WA M FOR INSTRUCTIONS
DO NOT WNTE IN SHADED AREAS o LABORATORIES pve. (253) 531-3121 .
% 2 INORGANIC CHEMICALS (IOCS) REPORT
Sysbem IDNo: 74/ 252 System Name: 7 /[ et ( ,’-, sino
Lab/Sample No: C)'(?, o) 7(’ " Date Collected: ¢/4 ~ 70~0F DOH Source No: ; /7.
' 'Multiple Source Nos: A/ //:] Sample Typ‘e: / 5 Sample Purpose: (’_7
Date Received: 4 - / /- Date Reported: 26, -/.-0F Supervisor: [ (=
County: (7 / a llGm Date Digested: 449 Group: @ B Other
- B " e ff
Sample Location: JevmeofouSe.  hoSe b
Send Results & Bill To: B/e L/ne.  ¢daTer Remarks:
J = - G &
/ /7 Infr Ave AL 317K
/(um('/ > f23A4 /}f 73
DOH# ANALYTES RFSULTS | UNITS | SRL TRIGGER | MCL EXCEEDS Method / Analyst
EPA REGULATED Trigger? | MCL?
4 Arsenic 1~ <0002 mg/L | 0002 0.08 0.03 AO A O 2008 ¢
5  |Barium <o, mg/L | 01 2 2 2008 |7
6 Cadmium ,— _ £0.002 | mg/L | 0002 0.005 0.005 \_2008 O |(Z
7 Chromium 1/ £0.01 mg/L | 001 0.1 0.1 200.8
11 |Mercury £0.0005 | mg/L | 0.0005 0.002 0.002 200.8
12 |Selenium £0,00S | mg/L | 0005 0.05 0.05 2008 K
110 |Beryllium £ 0,002 | mg/L | 0003 0.004 0.004 2008 (WD
111 | Nickel v £0,04 mg/L | 004 0.1 0.1 2008 |7
112 | Antimony £0.00S mg/L | 0.005 0.006 0.006 200.8
113 [Thallium [/ £0.008 | mg/L | 0.002 0.002 0.002 2009 |7
116  |Cyanide }~ £0.05 | mg/L | 0.05 0.2 0.2 4500-CNF :
19  [Fluoride |/ | {0 mg/L | 02 2 4 3000 | f#ll
114  [Nimite-N Z2F3 mg/L | 05 0.5 1 3000 |EL
20 Nitrate-N ¥ oF mg/L | 05 5 10 3000 [Lel-
161 | Total Nitrate/Nitrite o mg/L | 05 5 10 y N 3000 | Lo
EPA REGULATED (Secondary) n
8 Iron s O\ mg/L | 01 0.3 0.3 AO A0 (3111B_/ ,
10 |Manganese i~ o oM mg/L | 0.01 0.05 0.05 (2008 ) |3
13 |Silver v < 0.91 mg/L | 001 0.1 0.1 (2008 ] |04
21 |Chloride / O mg/L | 20 250 250 3000 |/
22 |Sulfate /3 mg/L 10 s O 3000 |L/Y
24 |Zinc v £0.2 mg/L | 02 5 5 v v (2008) [y
STATE REGULATED
14 [Sedium / 3 mg/L 5 2008) (/M2
15 Hardness e mg/L 10 i Eﬁl}a g
16 | Conductivity E;- 2 |umhos/em| 10 700 700 No NO | 1B | ank
17 | Turbidity hhok NTU | 041 1 ¥es| 2130B | pr-ok]
18 Color 4 Z5,0 |colorunits| 5 15 15 N NO 2208 | Xl
26 | Total Dissolved Solids AR mg/L | 150 500 500 s = ot |~
STATE UNREGULATED it
9 [Lead ¥ £o.003. | mg/L | 0.002 | 200.8
23 | Copper £.0.02 mg/L |0.02 = = e VIS =\ | 2008 |02
: < 7 3 D N L A=
COMMENTS: /' (_,,_:r} ¥ STEme0/ J “
n 2228 |V
==
2006 * PROPERTY OF WATER MANAGEMENT LABORATORIES, INC. U.S. EPA REGION 10
OFFICE OF WATER AND WATERSHED- 183




Lab /Sample No: (JEAR 76T 7~ WaTER ~+ 10C ANALYSIS REPORT - Page 2

— & .

el bt é N AnorAToRiS e
"DOH# ANALYTES RESULTS | UNITS | SRL | TRIGGER | MCL EXCEEDS | Method/Analyst
' OTHER (Optional) ‘Trigger? | MCL?
171 = |Orthophosphate . mg/l | 0.1
172 |Silica mg/l | 1.0
402 | Aluminum mg/l | 0.05
403 | Alkalinity mg/l | 10
404  |Magnesium mg/l | 0.1
405 _|Calcium N | meirlos |- o
406 Amlﬁangh_ij &Y O mg/1 1 No No W5 VA, B4 Lok
NOTES:

SRL (State Reporting Leve}} indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response level, Systems with compounds detected at concentrations in excess of this level are required to
take additional samples. Contact your regional DOH office for further information.

MCL (maximum contaminent level): If the contaminent amount exceeds the MCL, immediately contact your regional DOH office.

NA (Not Analyzed): in the results column indicates this compound was not included in the current analysis,

ND (Not Detected): in the results column indicates this compound was analyzed and not detected at a level greater than or equal to-the SRL.
< (0.001): indicates the compound was not detected in the sample at or above the concentration indicated. ey

COMMENTS: i Sy Phogss
/~— /’5 7 I, ey, T I:J,— _}

ECEIVE

UCJ-H‘MHLLH 10
= -‘l[\‘l"!”l)



Clallam County Health And Humar.  cvices
Environmental Health Services Laboratory
223 East 4 Street, Suite 14
Port Angeles, WA 98362
(360) 417-2334

INORGANIC CHEMICALS (IOCS) REPORT FOR NITRATES

System IDNo: 7" ) 3¢ 9 (, Owner or System Name: T AMESTOWN JR,p& Phone #: bg/, L/Q oA
Lab/Sample No:  092-/44 7¢ Date Collected/Time: // /5- Jo& 934 v3m-| DOH Source No:
Multiple Source Nos: Sample il'yf::c: NI TRATE Sample Purpose:
Date Received/Time: [|-5 -0 & |} 00 AN Date Reported: /5oL Supervisor:
Date Analyzed: /- 6 —pof Analyst;}’ 2 [f Ll Pore

County: Cf.ﬁa-ﬂﬂf\ Group A B Individual @
Sample Location: £ nyEZ0R "5€_ Lang PM ”‘f Hous e PrivaTe
If privately-owned well: —> Parcel #: Well Depth (in feet):
Send Report To: Bill To:

TAMESTowN i BE SAME

/633 0L0 Blyn Hivay
SEQuim Wa §8382

ANALYTES ] Method Analyst
4500-NO;D | B p
NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the

SRL.
<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated.

COMMENTS: MELCEIVE MR
UjJ . |
P\'l - 4
L0 wov -72008 [V

U S. EPA REGION 10

AE el [T
UETTUL UT TWATL

JAahlwataAFORMS\nitrate slin doe 09/15/08



C.ullam County Health And Human Serviwes. =
Environmental Health Services Laboratory =~~~
223 East 4" Street, Suite 14 e
Port Angeles, WA 98362
©(360)417-2334

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES =

SystemIDNo: - H 382 (o Owner or System Name: 7 ¢ £ 0As (Mg Phone#: _é gl- JL02
Lab/SampleNo:  092- 1|y7]% | Date Collected/Time: /p/3/49 = 5% 5m | DOH Source No:
Multiple Source Nos: Sample 'I‘yi)e: 7))\ TRATE | Sample Purpose:

Date Received/Time: b o‘é’ TO:%(’J DateReported: ~ /— . 3-»Ff Supervisor:
Date Analyzed: 5 - 3- o/ Analyst: g@ A;,éé Aer o

County: ({ALLAm ividol (Go)

Sample Location: (1 - &) flaw Wwaver h)-A,y 9 A o VTNC
If privately-owned well: ——=> | Parcel #: [ Well Depth (in feet):
Send Report To; Bill To:
T AMESTOwn TRIBE
/033 ol0 Blyn Hivay SAME

SEQuUIMm WA, §352

NOTES:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH),

Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: {Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL.
<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated.
COMMENTS: il ~ f L'_I:.' hﬂ"‘““ B
= - ]

B S

.3 EPA REGION 10
——=——OrTCEOF WATER

INahliumtad ENDACIniieaia slin das NOJ4 N0



01/09/2008 WED 8:23 FAX 3F*"°13405 Jamestomn $'ELALLAN Trib go12/013

TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Troes Lane, Suitc C  Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150
1I0C -NIT
IOC - NIT by Various EPA Approved Methods
Source / Point of Entry - Report of Analysis

Date Collected: 1272772007 Group: A ]
System ID No: TH3826 Sysiem Name:  Scven Cedars Casino
Lab - Sample #: 01098701 County: Clallam
Sample Location: CA-02 Finish Water Tap Water Treatmen DOH Source No:
Sample Purpose: C Datc Received:  12/27/2007
Sample Composition; S Date Analyzed:  12/28/2007
Send Report To: Jeff Becker Date Reported:  1/2/2008
Jamestown S'Klallam Tribe Sample Type: AC
Collected By: Jeff Becker
Phone Numbcr:
Bill To: Mant Adams
1033 Old Blyn Hwy
Sequim, WA 98382 E
DOH# Analyte Results | Units | SRL |Trigger| MCL* | MCL |  Method |
N Excceded (Analyst [nit.)
20 ] NirmeN | 420 | mgL | 05 | [ 107 | T EPA300.0 KW}
SRL: mmminummﬂmmmgwmw:hwmwammm

Trigges Lovel:  DOM Drinking Water response level. Systoms with compounds defected st concenimlions in execss of'this level arc roquired |o tnke sddidonal sarples. Contact your
regional DO office for further mformation.

MCL: (Msvdmxom Contamisent Level), If the contaminant amount sxceeds the MCL, inwedintely contact your reglonal DOH office,
NA: (Mot Avialyzed). in the resalls column indiestes thig compoand was not ncluded in the cyrvent malysis.
ND: (Not Detected), i fhe results column iudicutes this compaund was analyzed and not detcotod &l a fevel greater than or equal to the SRL

< (0.00x): indicates the canapound was not detected in the sample at or abiove the conceutesiion mdicated.
L) The MCL listed is for Growp A NTNC sysicms, All other systems shonld check with (lir county Hoalh District to determing whur level is applicable

82987 ' '.



¢ lam County Health And Human Servi
Environmental Health Services Laboratory
223 East 4" Street, Suite 14
Port Angeles, WA 98362
(360) 417-2258

INORGANIC CHEMICALS (IOCS) REPORT FOR NITRATES

System ID No: I?f 3820 Owner or System Name: 7(‘50,4“ G'Q‘SMO Phone#: [, 8)-Y(pez
Lab/Sample No:  092- n ¢| b Date Collected/Time: /9 / / 3’/0 7 q 13 | DOH Source No:
Multiple Source Nos: Sample T}:pe: n Tﬂ KT E Sample Purpose:

Date Received/Time: l 1407 _” 20 | Date Reported: /J -/ -0 7 Supervisor:
e A o | Date Analyzed: /3 ..—/? -0 7 Analyst: L*)tcéq Pe@

Co..unty: | CLA (_(_’,q m Groupy/ A) B Individual @
Sample Location: CA--OC; Wwémens LlJﬂSH‘(poM = A/T(\/C.
If privately-owned well: —> Parcel #: Well Depth (in feet):
Sem‘:IRegortTu: J—EFF 6?(“5'1 Bill To: T AMEST 0Wn 773"55
)033 otd Btar\ wasqé—z /033 ?Cﬁ BLy n /-/o'waqé(
SEQuim WA 95382 S EQuim Wr Y352

TRIGGER Analyst
e =

DOH # ANALYTES | RESULTS

afai -

0s 5.0 10 | 4500-NO3D Bm‘P

e

. 20 Nitrate — N

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take
additional samples. Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level) If the contaminant amount exceeds the MCL, immediately contact your region DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the
SRL.
<(0.001): indicates the compound was not detected in the sample at or above the concentration indicated.
COMMENTS:
[ STAEE CHECKLIST (officcuscionly) [ 48howrs: . | non:chlorinated source: i

Jieh\water\FORMSlnitrate slip.doc 08/07/07




TWISS ANALYTICAL LABORATORIES, INC.
26280 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

'System ID'No:  [H3826 "System Name:© Seven Cedars Casino
Lab/Sample No: 010 57291 Date Collected: 6/29/2006 DOH Source No: -
_Multiple Sources: Sample Type: B Sample Purpose: C /ﬂ
Date Received:  6/29/2006 ‘Date Reported:  7/3/2006 Supervisor: ST {:
Date Analyzed: 6/29/2006 Analyst: KW
County: Clallam Group:
Sample Location: CA-01 Raw Water Tap_ (Treatment Room) - ]
~ Send Report To:  Jamestown S'Klallam Tribe - | Bill To: N
1033 Old Blyn Hwy
l Sequim, WA 98382
DOH # Analytes Results Units SRL | Trigger | MCL | Exceeds Method / Analyst
Trigger? MCL?
20 |Nitrate-N 259 mg | 05 5 10 | EPA300.0 KW
Notes:
SRL; (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level, Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.001): indicates the compound was not detected in the sample at or above the concentration indicated.

Comments:

U.S. EPA RE\'.;H'-'.'{: 10
{QFFICE OF WATER |

Twiss Laboratory Number: 67997 Page 1



TWISS ANALYTICAL LABORATORIES, INC.
26280 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

INORGANIC CHEMICALS (IOCS) REPORT

System ID No: ~ IH3826 System Name:  Seven Cedars Casino Water System
Lab/Sample No: 010 50312 Date Collected: 4/13/2006 DOH Source No:
Multiple Sources: Sample Type: A Sample Purpose: C ) ]
Date Received:  4/13/2006 Date Reported: 4/27/2006 Supervisor: ST W~
Date Prepared: Date Analyzed: 4/19/2006 Analyst: NP
County: Clallam Group: A
| Sample Location;: CA-02 Finish Water Treatment Rm
| Send Report To:  Jamestown S'Klallam Tribe Bill To:
' 1033 Old Blyn Hwy
| Sequim, WA 98382

Analytes Results Exceeds _ Mehod / Analyst

. VT _ | Trigger? | mcL? [EEEEEEEEEE
4 | Arsenic <0.002) & mgL | 0002 | 0005 | 001 EPA2009 | NP
|5 |Barium <(0.10) mg/L 0.1 2 2 EPA 200.7 NP
6 |Cadmium <(0.001) mg/L 001 | 0005 | 0.005 EPA 200.7 NP
7 | Chromium <(0.01) mg/L 0.01 0.1 0.1 EPA 200.7 NP
I1 | Mercury <(0.0005) | mglL 0.002 | 0002 | 0002 SM3112B NP
12| Selenium <(0.003) mg/L 0.005 | 0.05 0.05 EPA 200.9 NP
110 | Beryllium <(0.003) mg/L 0.003 | 0004 | 0.004 EPA 200.7 NP
111 | Nickel <(0.04) mg/L 0.04 0.1 0.1 EPA 200.7 NP
112 | Antimony <(0.003) mg/L 0.005 | 0.006 | 0.006 EPA 200.9 NP
113 | Thallium <(0.002) mg/L 0002 | 0002 | 0002 EPA 200.9 NP
116 |Cyanide <(0.05) mg/L 0.05 0.2 0.2 SM4500-CNF | KW
19 | Fluoride <(0.2) mg/L 02 2 4 EPA 300.0 KW
114 | Nitrite-N <(0.2) mg/L. 0.5 0.5 1 SM 4500-NO2B | KW
20 | Nitrate-N 234 mg/L 0.5 5 10 SM4500-NO3 F | KW
161 | Total Nitrate/Nitrite-N 234 mg/L 0.5 5 10 SM4500NO3F | KW

PA REGUL ) (Secon ; g Trigger? | MCL?
8 |lron <(0.10) mg/L 0.1 03 03 | EPA 200.7 NP
10 | Manganese <(0.01) mg/L 0.01 0.05 0.05 EPA 200.7 NP
13| Silver <(0.01) mg/L 0.01 0.1 0.1 EPA 200.7 NP
21 | Chloride 28.6 mg/L. 20 250 250 SM4500-CIE | KW
22 | Sulfate 15.0 mg/L. 50 250 250 EPA 300.0 KW
24 | Zinc <(0.20) mg/L 0.2 5 5 EPA 200.7 NP
Trigger? | MCL? [

14 | Sodium 17.1 mg/L 5 " EPA2007 | NP
15 | Hardness 244  jg/LasCaCO 10 N SM 2340 B NP
16 | Conductivity 492 uS/em 10 700 700 SM2510 B CF
17 | Turbidity 0.15 NTU 0.1 1 1 SM2130 B CP

18 | Color 10 Color Units 5 15 15 SM2120B CP

¢ |Lesd <(0.002) | mgL | 0002 [y ~ EPA 200.9

Twiss Laboratory Number: 65624
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TWISS ANALYTICAL LABORATORIES, INC.

26280 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

0;0%

INORGANIC CHEMICALS (IOCS) REPORT FOR NITRATES

1033 Old Blyn Hwy
Sequim, WA 98382

System ID No: ~ [H3826 System Name: Seven Cedars Casino Water System

Lab/Sample No:  010'50311 Date Collected: 4/13/2006 DOH Source No:

Multiple Sources: Sample Type: A Sample Purpose: C /o
" Date Received:  4/13/2006 Date Reported:  4/17/2006 Supervisor: ST <5 :
B ' § 0 | Date Analyzed: 4/13/2006 Analyst: KW

County: Clallam Group: A

Sample Location: CA-02 Finish Water treatment Rmm
| Send Report To:  Jamestown S'Klallam Tribe Bill To:

SM4500-NO3 F

Method / Analyst

SRL | Trigger Exceeds
SEIEA ; . Trigger? | MCL?
20
Nuotes:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information,

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis,

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.001): indicates the compound was not detected in the sample at or above the concentration indicated.

Comments:

Twiss Laboratory Number: 65623

- ]u

U.S. EPA REGION 10
OFFICE OF WATER
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TWISS ANALYTICAL LABORATORIES, INC.

26280 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

INORGANIC CHEMICALS (I0CS) REPORT

System [D No:  1H3826 System Name: Seven Cedars Casino Water System
Lab/Sample No: 01050312 Date Collected: 4/13/2006 DOH Source No:
‘Multiple Sources: Sample Type: A | Sample Purpose: C —
Date Received:  4/13/2006 Date Reported:  4/27/2006 | Supervisor: ST (7 i1 /
Date Prepared: Date Analyzed: 4/19/2006 Analyst: NP
County: Clallam - Group: A
Sample Location: CA-02 Finish Water Treatment Rm
Send Report To:  Jamestown S'Klallam Tribe Bill To:
[ 1033'01{] Blyn Hwy
| Sequim, WA 98382
[DOH # Analytes Results | Units | SRL | Trigger | MCL | Exceeds ‘Method / Analyst
- 23 | Copper <(0.02) mg/L 02 | | EPA 200.7 NP
Notes:
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health {DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office,
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND; {Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.001) indicates the compound was not detected in the sampie at or above the concentration indicated.
Comments:

Twiss Laboratory Number: 65624

Page 2




TWISS ANALYTICAL LABORATORIES, INC.
26280 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

System ID No:  IH3826 System Name: Seven Cedars Casino
Lab/Sample No: 010 17316 Date Collected: 10/29/2004 DOH Source No:
Multiple Sources; Sample Type: B Sample Purpose: C 4
Date Received: ~ 10/29/2004 Date Reported:  11/2/2004 Supervisor: ST mm N
| Date Analyzed: 102972004 Analyst: AT
County: Clallam Group: A
Sample Location: Kitchen -
Send Report To:  Seven Cedars Casino Bill Te:
270756 Hwy 101
Sequ8im, WA 98382

Analytes Results i | Tri L Exceeds
: ViR ' " Trigger? | MCL?

Method / Analyst

20

SM4500-NO3 F

Notes:

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH),
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office,

NA: {Not Analyzed), in the results column indicates this compound was not included in the current analysis,

ND; (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< ({0.001): indicates the compound was not detected in the sample at or above the concentration indicated,

Comments:

‘.'.j

10N
us ETF :’E\r D whjf_‘l:_’_;:'—

Twiss Laboratory Number; 53104 Page |



14719

/03 WED 09:42 FAX 360 €

- 711 7 CEDARS

Claltam County Dept. of Commuuity Development ﬂ [‘ \[( < [Q
Eavironmental Health Division — Drinking Water Program /
223 East 4% Street
Port Angeles, WA 98362
(360) 417-2258

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

SystemDNo: | W3R System Name: | (odavry Caglee  Phote Number: 360 GR1 (734
LivSaplcNo: 092 [7-¢) _|DemCobbcadMims S (o3 _jo] ~jde| DOHSowweMo:
Maltiple Source Nos: Sauple Type: “‘%b_ Sawple Purpose: C-n,}m
T /03 J):i0 |oueraoms |1-5-0% Spervisor: {8
T e (5[

wrcwn,..- " Gy @ B ot

Suapl Locain wﬂxw CIARP NS

If privately-owned well: t=3 Well Depth (in foet):
Send Repost T0; : Bl To:
' 1 7T Codars Comns
t ’ : At g;pr\:;¢:4V\fK-

x";)-'] Ste Unay
Sefue= LA TaR B

 DOH# |  ANALYTES | RESULTS | UNITS | SRL | TRIGGER | MCL | Method | Analyst
EPA REGULATED
14 Nitrite ~ N mgh { 05-° 0.5 |
0 | Nitrae-N \s §§_ mg/ 05 5.0 10 | 4500-NO; M
161 | Total Nitwaoe/Nitrite mgn | 05 50 10

NOTES:
SRL:

g
(State Reponting Level), indieatas the mintnmen reporting lovel requised by the Washingion Dq;anmofl-lullh (DOH).

Trigper Level: DOH Drinking Witer response level. Smmww:mﬂmuamdmkamkdnm

additional samples. Contast. your regioasl DOH offioe for frther information,

MCL: {Maximem Comtaminant Level) [fthe comaminaes smount excesds tie MCL, immalisely contact your region DOM office.
NA: (Not Analyzed), i the regolfs enlumn indicaies this compound was not included in the curreat spalysis.
ND: (Not Detacicd), in e resulis cobomm indicatrs this compound was saalyzed and not detected ar 2 lovel greater then or ol 10 the
SERL.
<(0.001): indicaics the compound was not doactad i tho smmple &1 or sbove e concentration indicated,
COMMENTS: .
- ! u - ."‘,' I——— |
- —Comat vl of 107 il
L e of 10
— s

c00 @

nnnnnnnnnnn

t
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TWISS ANALYTICAL LABORATORIES, INC.
26280 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141  FAX (360) 779-5150

Syslém I_D_l*_l_o 1H3826

|

Syst em Name:

7 -{i‘ed-ars Casino

INORGANIC CHEMICALS (I0CS) REPORT FOR NITRATES

Lab/Sample No: 01080841 Date Collected: 10/24/2002 I DOH Source No:
Multiple Sourc;eS:“__- o | Sample Type: D - Sam.ple.l’urp.osc: c 9
 Date Received:  10/25/2002 __1 Date Reported: 10/29/2002 Supervisor: ST A4,
| Date Analyzea: 10252002 | Analyst: MP -
“County:  Clallam [ Group: B - -
- -STmpftz- Location: Casino Water Room ._ - - - -
~ Send Rep;:)n_T(; 7 Cedars Casino ‘ Bill To: 7 Cedars Casino R -
1033 Old Blyn Hwy | 270756 Hwy 101
Sequim, WA 98382 | Sequim, WAO8382
'DOH #| Analytes | Results | Units | SRL | Trigger | MCL |  Exceeds | Method/ Analyst
| EPA REGULATED Trigger? | MCL? [
20 |Nwate T oos [ omen [ 0os ] s ] w0 - | SMas00-NO3F | MP
Notes:
SRIL (Stale Reporting Level), ndicates the mmmm reporting level required by the Washington Department of Health (1DXOIT)

Togger Level:

Contact your regional DO office for further information.

ND:
< (0.001):

Comments:

Twiss Laboratory Number: 38266

DOH Drinking Walter response level, Systems with compounds detected al concentrations in exeess of this level are required to take sdditional sumples.

(Maximum Contaminant Level), 1T the contaminant amount exceeds the MCL, immediately contaet your regional DO office.
(Not Analyzed), in the resulis column indicates this compound was not included in the current analysis.
(Not Detected), in the results column indicates this compound was analyzed and not detected al a level greater than or equal to the SRL
mdicates the compound was not detected in the sample a1 or above the concentration indicated.

Page |
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